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Abstract 
The MYRRHA project started in 1998 by SCK•CEN. MYRRHA is a MTR, based on the ADS concept, for material and fuel 
research, for studying the feasibility of transmutation of Minor Actinides and Long-Lived Fission Products arising from 
radioactive waste reprocessing and finally for demonstrating at a reasonable power scale the principle of the ADS. The 
MYRRHA design has progressed through various framework programmes of the European Commission in the context of 
Partitioning and Transmutation. The design has now entered into the Front End Engineering Phase (FEED) covering the period 
2012-2015. The engineering company, which will handle this phase, has been selected and the works have begun in the late 
2013. In the mean time we have made some refinements in both primary systems and plant layout, including reactor building 
design. In this paper, we present the most recent developments of the MYRRHA design in terms of reactor building and plant 
layout as existing today as well as a preliminary study concerning the spent fuel building of the facility. During the oral 
presentation we add some preliminary results of the interaction with the FEED contractor and the most recent version of the 
primary systems. 
© 2014 The Authors. Published by Elsevier B.V. 
Selection and peer-review under responsibility of the Organizing Committee of CAARI 2014. 
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1. Introduction 
MYRRHA (Multi-purpose hYbrid Research Reactor for High-tech Applications) is the flexible experimental 
accelerator driven system (ADS) in development at SCK•CEN. MYRRHA is able to work both in subcritical (ADS) 
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and critical modes. In this way, MYRRHA (Aït Abderrahim et al., 2007) should target the following applications 
catalogue: 
x To demonstrate the ADS full concept by coupling the three components (accelerator, spallation target and 
sub-critical reactor) at reasonable power level to allow operation feedback, scalable to an industrial 
demonstrator; 
x To allow the study of the efficient technological transmutation of high-level nuclear waste, in particular 
minor actinides that would request high fast flux intensity (Φ>0.75MeV = 1015 n/cm2/s); 
x To be operated as a flexible fast spectrum irradiation facility allowing for: 
x fuel developments for innovative reactor systems; 
x material developments for GEN IV systems; 
x material developments for fusion reactors, which need also large irradiation volumes with high 
constant fast flux level, a representative irradiation temperature and a representative ratio appm 
He/dpa(Fe) = 10; 
x radioisotope production for medical and industrial applications by: 
x holding a backup role for classical medical radioisotopes; 
x focusing on R&D and production of radioisotopes requesting very high thermal flux levels; 
x industrial applications, such as Si-doping. 
 
MYRRHA has started from the ADONIS project (1995 – 1997), which was the first project at SCK•CEN where 
the coupling between an accelerator, a spallation target and a subcritical core was studied. ADONIS was a small 
irradiation facility, having the production of radioisotopes for medical purposes as its single objective. In 1998, the 
ad-hoc scientific advisory committee proposed to extend the purpose of the ADONIS machine to become a material 
testing reactor for material and fuel research, to study the feasibility of transmutation of minor actinides and to 
demonstrate the principle of the ADS at a reasonable power scale. Since 1998, the project is called MYRRHA. 
MYRRHA is designed as an ADS for R&D applications and consists of a proton accelerator delivering its beam 
to a spallation target coupled to a subcritical core. In 2005 MYRRHA consisted of a proton accelerator delivering 
350 MeV * 5 mA to a windowless spallation target coupled to a subcritical fast core of 50 MWth. This 2005 design 
was used as a starting base within the FP6 EUROTRANS integrated project (De Bruyn et al., 2010), which resulted 
in the XT-ADS (Experimental Demonstration of the Technical Feasibility of Transmutation in an Accelerator Driven 
System) design, where a linear proton accelerator delivers a 600 MeV * 3.2 mA beam into the spallation target. The 
reactor power of XT-ADS was 57 MWth. 
The XT-ADS design was taken as a starting point for the work performed in the FP7 CDT project (De Bruyn et 
al., 2012-a, 2012-b), which resulted in the FASTEF (Fast Spectrum Transmutation Experimental Facility) design. 
Since the end of the CDT project in 2012, we have performed some further engineering work in its core knowledge, 
the primary system and core design, leaving the more classical engineering (called “balance of plant”) to a 
specialized contractor in the field. This Front End Engineering Design (FEED) has started in the late 2013.  
In this paper, we recall some basic characteristics of the accelerator (section 2) and of the core and primary 
system design (section 3). Then we present the current design of reactor building and plant layout (section 4). Finally 
we present some preliminary investigations related to the spent fuel building design of the MYRRHA facility 
(section 5) to conclude with the updated planning for the construction and operation of the facility (section 6). 
2. The MYRRHA accelerator 
The accelerator is the driver of MYRRHA since it provides the high energy protons that are used in the spallation 
target to create neutrons, which in turn feed the core. In the current design of MYRRHA, the machine must be able 
to provide a proton beam with an energy of 600 MeV and an average beam current of 3.2 mA. The beam is 
delivered to the core in continuous wave (CW) mode. Once a second, the beam is shut off for 200 μs so that 
accurate on-line measurements and monitoring of the sub-criticality of the reactor can take place. The beam is 
delivered to the core from above through a beam window. 
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Accelerator availability is a crucial issue for the operation of the ADS. A high availability is expressed by a long 
Mean Time Between Failure (MTBF), which is commonly obtained by a combination of over-design and 
redundancy. On top of these two strategies, fault tolerance must be implemented to obtain the required MTBF. Fault 
tolerance will allow the accelerator to recover the beam within a beam trip duration tolerance after failure of a single 
component. In the MYRRHA case, the beam trip duration tolerance is 3 seconds. Within an operational period of 
MYRRHA the number of allowed beam trips exceeding 3 seconds must remain under 10, shorter beam trips are 
allowed without limitations. The combination of redundancy and fault tolerance should allow obtaining a MTBF 
value in excess of 250 hours. 
At present, proton accelerators with megawatt level beam power in CW mode only exist in two basic concepts: 
sector-focused cyclotrons and linear accelerators (linacs). Cyclotrons are an attractive option with respect to 
construction costs, but they do not have any modularity, which means that a fault tolerance scheme cannot be 
implemented. Also, an upgrade of its beam energy is not a realistic option. A linear accelerator, especially if made 
superconducting, has the potential for implementing a fault tolerance scheme and offers a high modularity, resulting 
in the possibility to recover the beam within a short time and increasing the beam energy. A basic layout of the 
MYRRHA accelerator, aiming at maximizing its efficiency, its reliability (or MTBF) and its modularity, is provided 
in Fig. 1. 
 
 
 
 
 
 
 
 
 
 
 
 
Fig. 1. A schematic layout of the reference design of the MYRRHA accelerator. 
3. Design of core and primary system 
The main components/systems of the current design are of the same type as defined in XT-ADS within the 
EUROTRANS project, with only increased size. The primary and secondary systems have been designed to 
evacuate a maximum core power of 100 MWth. All the components are optimized for the extensive use of the 
remote handling system during components replacement, inspection and handling. 
Since MYRRHA is a pool-type ADS, the reactor vessel houses all the primary systems. In previous designs of 
MYRRHA, an outer vessel served as secondary containment in case the reactor vessel should leak or break. In the 
current design, the reactor pit implements this function, improving the capabilities of the reactor vault auxiliary 
cooling system. The vessel is closed by the reactor cover, which supports all the in-vessel components. A diaphragm 
inside the vessel separates the hot and cold lead-bismuth eutectic (LBE), supports the In-Vessel Fuel Storage (IVFS) 
and provides a pressure separation. The core is held in place by the core support structure consisting of a core barrel 
and a core support plate. Fig. 2 shows a section of the MYRRHA reactor with its main internal components. 
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A. Reactor Vessel 
B. Reactor Cover 
C. Diaphragm 
D. Primary Heat Exchanger 
E. Primary Pump 
F. In-vessel Fuel Handling Machine  
G. Core 
H. Above Core Structure 
I. Core Restraint System 
 
 
Fig. 2. Section of the MYRRHA reactor. 
 
At the present state of the design, the reactor core (Fig. 3) consists of mixed oxide (MOX) fuel pins, typical for 
fast reactors. To better accommodate the central target, the fuel assembly's size is a little bit increased as compared 
to the XT-ADS design. Consequently, the In-Pile test Sections (IPS), which will be located in dedicated fuel 
assembly (FA) positions, are larger in diameter giving more flexibility for experiments. Thirty seven positions can 
be occupied by IPSs or by the spallation target (the central one of the core in sub-critical configuration) or by control 
and shutdown rods (in the core critical configuration). This gives a large flexibility in the choice of the more suitable 
position (neutron flux) for each experiment. 
The requested high fast flux intensity has been obtained by optimizing the core configuration geometry (fuel rod 
diameter and pitch) and maximizing the power density. We will be using, for the first core loadings, 15-15Ti as 
cladding material instead of T91 that will be qualified progressively further on during MYRRHA operation. The use 
of LBE as coolant permits to lower the core inlet operating temperature (down to 270 °C) decreasing the risk of 
corrosion and allowing to increase the core ΔT. This together with the adoption of reliable and passive shutdown 
systems will permit to meet the high fast flux intensity target. 
As depicted in Fig. 3, showing a critical core layout (with 7 central IPS) at the equilibrium of the fuel cycle, 37 
positions are available for Multi-Functional Channels (MFC) that can host indifferently:  
x fuel assembly and dummy, loaded from the bottom (in all the 151 positions); 
x IPS, control and scram rods, loaded from the top. 
 
In subcritical mode the accelerator (as described in the previous section) is the driver of the system. It provides 
the high energy protons that are used in the spallation target to create neutrons which in their turn feed the 
subcritical core. The accelerator is able to provide a proton beam with energy of 600 MeV and a maximum current 
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of 4 mA. In subcritical mode the spallation target assembly, located in the central position of the core, brings the 
proton beam via the beam tube into the central core region. The assembly evacuates the spallation heat deposit, 
guarantees the barrier between the LBE and the reactor hall and assures optimal conditions for the spallation 
reaction. The assembly is conceived as an IPS and is easily removable or replaceable.  
 
 
 
Fig. 3. Cut in the core, showing the central target, the different types of fuel assemblies and dummy components. 
 
 
Differently from the critical layout (Fig. 3), in ADS mode the six control rods (buoyancy driven in LBE) and the 
three scram rods (gravity driven in LBE) will be replaced by absorbing devices to be adopted only during refuelling. 
Thanks to the (aimed and reached) flexibility, such absorbing devices will be implemented by adopting the control 
rods, but they will be controlled manually only by the operator. The primary, secondary and tertiary cooling systems 
have been designed to evacuate a maximum thermal core power of 110 MW. The 10 MW more than the nominal 
core power account for the power deposited by the protons, for the decay power of fuel in the IVFS and for the 
power deposited in LBE by γ-heating and decay of radio-active products. The average coolant temperature increase 
in the core in nominal conditions is 140°C with a coolant velocity of 2 m/s. The primary cooling system consists of 
two pumps and four primary heat exchangers (PHX). 
The primary pumps shall deliver the LBE to the core with a mass flow rate of 4750 kg/s (453 l/s per pump). The 
working pressure of the pump is 300 kPa. The pump will be fixed at the top of the reactor cover, which is supposed 
to be the only supporting and guiding element of the pump assembly. The secondary cooling system is a water 
cooling system while the tertiary system is an air cooling system. These systems function in active mode during 
normal operation and in passive mode in emergency conditions for decay heat removal. 
The main thermal connection between the primary and secondary cooling systems is provided by the primary 
heat exchangers. These heat exchangers are shell and tube, single-pass and counter-current heat exchangers. 
Saturated pressurized water at 200°C is used as secondary coolant, flowing through the feed-water pipe in the centre 
of the PHX to the lower dome. All the walls separating the LBE and water plena (feed-water tube, lower dome and 
upper annular space) are double walled to avoid pre-heating of the secondary coolant and to prevent water leaking in 
the LBE in case of tube failure. 
In case of loss of the primary flow (primary pumps failure), the primary heat exchangers are not able to extract 
the full heat power. In such cases, the beam must be shut off in the subcritical case and the shutdown rods inserted in 
the critical case. The Decay Heat Removal (DHR) is achieved by natural convection. Ultimate DHR is done through 
the reactor vessel coolant system (RVACS, reactor vessel auxiliary cooling system) by natural convection. 
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The interference of the core with the proton beam, the fact that the room situated directly above the core will be 
occupied by lots of instrumentation and IPS penetrations, and core compactness result in insufficient space for fuel 
handling to (un)load the core from above. Since the very first design of MYRRHA, fuel handling is performed from 
underneath the core. Fuel assemblies are kept by buoyancy under the core support plate. 
Two fuel handling machines are used, located at opposite sides of the core. Each machine covers one side of the 
core. The use of two machines provides sufficient range to cover the necessary fuel storage positions without the 
need of an increase for the reactor vessel when only one fuel handling machine is used. Each machine is based on 
the well-known fast reactor technology of the 'rotating plug' concept using SCARA (Selective Compliant Assembly 
Robot Arm) robots. To extract or insert the fuel assemblies, the robot arm can move up or down for about 2 meters. 
A gripper and guide arm is used to handle the FAs: the gripper locks the FA and the guide has two functions, 
namely to hold the FA in the vertical orientation and to ensure neighbouring FAs are not disturbed when a FA is 
extracted from the core. An ultrasonic (US) sensor is used to uniquely identify the FAs. 
The In-Vessel Fuel Handling Machine (IVFHM) will also perform in-vessel inspection and recovery of an 
unconstrained FA. Incremental single-point scanning of the diaphragm can be performed by an US sensor mounted 
at the gripper of the IVFHM. The baffle under the diaphragm is crucial of the strategy as it limits the work area 
where inspection and recovery are needed. It eliminates also the need of additional recovery and inspection 
manipulators, prevents items from migrating into the space between the diaphragm and the reactor cover, and 
permits side scanning. Table I below summarizes the main physical characteristics of the MYRRHA core and 
primary system. 
Table 1. Main MYRRHA characteristics of core and primary system 
Total core power 100 MWth 
Total reactor power 110 MWth 
Total primary mass flow rate 9500 kg/s 
LBE mass inventory 4500 Ton 
Core inlet temperature at full power 270°C 
Hot plenum temperature at full power 350°C 
Average core temperature difference at full power 140°C 
Cold shut down temperature 200°C 
Temperature of secondary cooling loop 200°C saturated water/steam 
Number of fuel assemblies in a critical reference case 69 
Number of penetrations for experiments and other applications 37 
Total neutron flux in first 6 experimental positions ~2-3 1015 n/(cm².s) 
Fast neutron flux in first 6 experimental positions ~4 1014 n/(cm².s) for E > 0.75 MeV 
4. Reactor building and plant layout 
The work described in this section deals with the so-called "balance of plant" studies, in other words all elements 
in the MYRRHA facility outside the reactor vessel and its internals. One of the first activities was to determine the 
requirements for the reactor building (dimensions, configuration, containment, etc.), fuel handling (fresh and spent), 
radiological safety and infrastructure, auxiliary systems, instrumentation and, finally, the general layout of the whole 
plant on the technical site of SCK•CEN. 
The plant comprises a reactor building, a LINAC tunnel, an accelerator front-end building, control buildings, a 
spent fuel storage building and other auxiliary buildings needed for plant services. All buildings of the plant are 
constructed above ground, except for the reactor building where the reactor vessel and reactor cover lie completely 
under ground level. This is an important difference with previous developments (Aït Abderrahim et al., 2007). Fig. 4 
presents the current layout of the MYRRHA facility within the existing installations on the SCK•CEN technical site.  
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Fig. 4. The present MYRRHA facility within the existing installations. 
 
An important point in this general layout is that the buildings are aligned with the overall grid present on the 
SCK•CEN site to obtain an easy and effective relation to the existing buildings and infrastructure. The minimum 
distance between buildings depends on the fire prevention regulations and also takes into account the accessibility of 
the buildings. The fixed junction of the front-end building, the LINAC tunnel and the reactor building, which add up 
to a total length of approximately 400 m determine a large part of the general layout. Room for future extensions, 
either for MYRRHA or for other SCK•CEN projects, has also been foreseen. For security reasons, the location of 
the reactor building has also taken into account a sufficient distance (now larger than 200 m) to the limits of the 
SCK•CEN technical facilities. 
The design of the reactor building started off with the reactor hall in the centre of the building. The reactor vessel 
is located in the reactor hall, where the safety systems, the beam line and some auxiliary systems come together. The 
reactor hall is also the major part of the primary containment, making it the most important and complex room of the 
reactor building. After determining the shape and size of the reactor hall, other rooms housing the safety and non-
safety systems have been added to the building design. Their locations and dimensions are determined by the 
concept of the different systems and estimated component sizes. Some of these rooms are also part of the primary 
containment as the source term that is present in these systems is relatively high. The other rooms define the 
secondary confinement. 
A key requirement for the layout of the reactor building is preventing the contamination of rooms in the 
secondary confinement as they are (easily) accessible by workers. This is achieved by implementing logistic flows 
in one direction only, meaning that new components can only enter the primary containment through one access 
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with a dedicated airlock and that waste can only be removed through another exit. Contaminated and/or activated 
parts can simply not enter non-contaminated rooms. This approach is applied for fresh and spent fuel, and for 
experiments as well. 
An important element in the reactor hall is the beam line connecting the accelerator with the reactor. This 
metallic structure with a length of approximately 23 m has to be removed during maintenance periods in order to be 
able to load and unload experiments in and from the reactor core. The dismantling of the beam line and the re-
alignment afterwards is done by a remote handling system as the primary containment is not accessible by workers 
during normal operations. The width of the reactor hall is determined by the maximum length of the boom of a 
proven technology remote handling system. The height of the hall is determined by the longest component that has 
to be replaced the height of the overhead crane with a capacity of 400 tons and the upper part of the beam line 
vacuum tube.  
It was decided to provide a storage pit inside the reactor hall to make the replacement of the diaphragm and the 
reactor cover possible during the plant lifetime without designing the waste hot-cells for these components. Another 
pit is located in the reactor hall that is used as a dump tank for the entire LBE volume that will be pumped to this 
tank during an inspection. A major recent difference with the previous concepts is the location of the radio-isotope 
and Si-doping facilities within the reactor building. After several iterations, the solution presently favoured consists 
of a dedicated room above the reactor building (Fig. 5), allowing a production of radio-isotopes and Si-ingots on a 
weekly or even daily basis without disturbing the other tasks (mostly on three-month basis) of the reactor. 
 
Fig. 5. Vertical cross-section in the reactor building, showing the beam line entry in the reactor vessel. 
 
With the current building configuration the first seismic response spectra in the main equipment locations have 
been calculated. Our safety approach comprises three levels of seismic loading: the operating-, the design- and the 
beyond design-basis earthquakes. Special attention to the seismic calculations is the consequence of the Fukushima 
accident. Attention is also paid to the potential implementation of seismic isolation devices, taking into account the 
preliminary results of the FP7 SILER project (De Bruyn et al., 2013). The current reactor building layout is larger 
radio-isotope handling 
beam line 
Reactor hall 
Reactor vessel 
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than in previous concepts, but many functions located in separate buildings are now concentrated in one single 
building with easier material and personnel workflows. Still, civil engineering represents between 25 and 30 percent 
of the total investment costs of the project, what justifies the past and current iterations. 
5. Spent fuel facility 
In parallel to the design studies related to the accelerator (section 2), the core and primary systems (section 3) and 
the reactor building and plant layout (section 4) and awaiting the start of the external FEED contract, we have 
launched a preliminary study concerning a dry storage in the dedicated spent fuel building. We have decided to start 
with a dry storage option as the decontamination is in this case not compulsory and the whole handling and storage 
systems work then in a passive mode. We have determined acceptance criteria for doses to the equipment and to the 
workers, as well as for temperatures in the fuel cladding and wrapper. 
It was found feasible to easily match the dose criteria for instrumentation on the transfer cask and on the reactor 
cover, but not for the workers. The latter is however not required as the operation will be performed remotely. On 
the other hand, the temperature criteria (600°C for infinite time, 700°C maximum during one year and 800°C 
maximum during one day) are more difficult to reach. In normal conditions, temperatures in the cladding as high as 
710°C have been calculated. This level increases up to 740°C in accident conditions and therefore cannot be 
sustained for a long time. 
This preliminary study concludes that the assumptions and calculation models currently used have to be 
reassessed and that alternatives, using different cooling materials, should be investigated. To increase the flexibility 
of operation and to reduce fuel costs, those alternatives should also take into account the reuse of partly spent fuel 
assemblies. This implies a new definition of the maximum allowed temperatures, which will be lower than those 
mentioned above. This reuse of fuel is beneficial for instance when intensive maintenance operations take place in 
the reactor vessel with replacement of large components (core barrel, heat exchanger, diaphragm) implying the 
complete removal of the coolant inside the reactor vessel. This situation will also occur if visual inspection of the 
reactor internals is required by the licensing authorities. We are currently evaluating the different concepts. 
6. Updated planning 
The duration of the preparation phase of the MYRRHA project has been lengthened with about two years with 
respect to previous publications. This lengthening has been caused by several factors: 
x The choice of the FEED contractor has been made in conformity with an European open call for tenders 
at the end of which the two non-selected candidates took the opportunity to ask for clarification; 
x The licensing scheme of the project has been, as a request of the licensing authorities, subdivided into 
two phases; 
x The research activities, which run in parallel to the design, have been deeply evaluated and their 
planning has been adapted to the available finances. Some activities are now scheduled in the period 
2015-2016. 
 
The first contracts for civil engineering on site and for fabrication of components are now scheduled in 2017. 
Assembly of the different components should start in 2022, followed by two years of testing at different levels of 
power and the exploitation at full power is now foreseen in 2025. 
7. Conclusions 
SCK•CEN is proposing to replace its ageing flagship facility, the Material Testing Reactor BR2, by a new 
flexible irradiation facility, MYRRHA. Considering the international and European needs, MYRRHA is conceived 
as a flexible fast spectrum irradiation facility able to work in both sub-critical and critical mode. Despite several 
non-obvious design challenges like among others the use of LBE, the increased level of seismic loading 
(consequence of Fukushima) or the choice of passive mode for decay heat removal in emergency conditions, we 
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found no significant showstopper in the design. The R&D program that is running in parallel has taken into account 
international recommendations from experts concerning the remaining technological challenges as mentioned in 
section 6 above. 
MYRRHA is now foreseen to be in full operation by 2025 and it will be able to be operated in both operation 
modes: subcritical and critical. In subcritical mode, it will demonstrate the ADS technology and the efficient 
demonstration of MA in sub-critical mode. As a fast spectrum irradiation facility, it will address fuel research for 
innovative reactor systems, material research for GEN IV systems and for fusion reactors, radioisotope production 
for medical applications, and industrial applications, such as Si-doping. 
The MYRRHA design has now entered into the Front End Engineering Phase covering the period 2012-2015. 
The engineering company that handles this phase has currently started the works. At the end of this phase, the 
purpose is to have progressed in such a way in the design of the facility that the specifications for the different 
procurement packages of the facility can be written.  
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